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NOTES:

Contact HBControls Engineering Department for alternate wiring schemes

Center neutral and proper phase location Is required for synchronization

0V wires should not be combined for proper Isolatlon and operation (Proper polarity
is important)

4-20 wiring dilagram same as 0-10V, but with different switch config. <one unit must
be set Yo 4-20, other 2 must ke set to 0-5)
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NOTES:

Contact HBControls Englneering Department for alternate wiring schemes

Center neutral and proper phase locatlon Is required for synchronization

0V wires should not be combined for proper isolation and operation (Proper polarity
Is Important)
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